LEVEL 2 FIRE ALARM PLAN

1. FIRE ALARM NOTIFICATION DEVICES SHALL BE WHITE WITH RED LETTERS UNLESS SPECIFICALLY NOTED OTHERWISE.
2. WHERE FIRE ALARM DEVICES ARE INSTALLED ON COLUMNS, PROVIDE SURFACE METAL RACEWAY FROM JUNCTION BOX ABOVE CEILING TO DEVICE BOX.

SCALE: 3/32" = 1' - 0"

"DRAWINGS BASED ON CONDITIONS AT TIME OF DESIGN, SUBJECT TO CHANGE IN LATER PHASES."